
----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Client Name: Lenny Delaney

Billing Address: 924 Stetson Street

City, State, Zip: Woodland CA 95695-    
Phone: (916) 217-1719Inspection Date: 7/6/2005

Location of Property Inspected: 924 Stetson Street
Woodland, CA 95696

General Home Inspection $250.00

Other $0.00

Other $0.00

Other $0.00

Other $0.00

INVOICE # JAV0608021075W

$250.00Subtotal:

*   Thank you for choosing NPI .  *

Agent: Pamela McGuffin

$250.00Total Amount Due Upon Receipt

Inspection Time: 1000AM

E-mail Address: pamelam@ramseyrealestategroup.com
Work Phone: 9168123267
Cell Phone: 9162171719
Pager:
Fax:

Agency: Ramsey Real Estate Group
3509 Scorpio Drive

Sacramento, CA  95827

Listing Agent:
E-mail Address:
Work Phone:
Cell Phone:
Pager:
Fax:

Agency:

,   

Joe Vela

7119 Elk Grove Blvd. Ste. 121 PO 151
Elk Grove, CA 95758

National Property Inspections

(916)686-9997

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

The client understands that this Home Inspection is only a visual, non-invasive review of readily accessible areas.  The 
Standards of Practice meet those prescribed by the American Society of Home Inspectors (ASHI), the National 
Association of Home Inspectors (NAHI) and other trade organizations.  No excavation or removal of obstructions is 
performed.  Hidden or obstructed defects may not be observed.  In addition, some property components are inspected on a 
random sampling of like items, e.g., electrical outlets, windows, doors, etc.  Therefore not every defect may be identified.
 
We encourage the client to be present at the inspection.  This will enable the inspector to point out specific observations, 
as well as help the client understand any comments provided in the Home Inspection Report.
 
The client understands, accepts and agrees that National Property Inspections does not impliedly or expressly warrant or 
guarantee its Home Inspection, Home Inspection Report, or the condition of the subject property.  Damages for any 
claimed deficiency in the Home Inspection of the property to discover potential defects shall be limited to the fee charged 
for the inspection.
 
In the event that any dispute arises out of or relates to the Home Inspection performed or Home Inspection Report issued 
under this Agreement, such dispute shall be submitted to arbitration for resolution.  Election to submit any claim to 
arbitration must be given, in writing, to National Property Inspections within one (1) year of the Home Inspection.  The 
arbitration shall be conducted pursuant to the Rules and Regulations of the Expedited Arbitration of Home Disputes of 
Construction.  In the event that a dispute is submitted to arbitration pursuant to the Paragraph, the decision of the 
arbitration shall be final and binding on the parties and judgement on the award of arbitrators may be entered in any court 
of competent jurisdiction.
 
National Property Inspections, expresses no opinion of the subject property beyond what is set forth in its Home 
Inspection Report.  The client may wish to obtain other types of inspections, such as environmental inspections or 
inspections for air quality or mold, that are not addressed in the Home Inspection Report.  National Property Inspections 
does not inspect for compliance with building codes or regulations of any governmental body, entity or agency.

Pre-Inspection Agreement

Inspector  Signature

Lenny Delaney

924 Stetson Street

Inspector:  Joe Vela

(916) 686-9997

Client Signature

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

The client understands that this Home Inspection is only a visual, non-invasive review of readily accessible areas.  The 
Standards of Practice meet those prescribed by the American Society of Home Inspectors (ASHI), the National 
Association of Home Inspectors (NAHI) and other trade organizations.  No excavation or removal of obstructions is 
performed.  Hidden or obstructed defects may not be observed.  In addition, some property components are inspected on a 
random sampling of like items, e.g., electrical outlets, windows, doors, etc.  Therefore not every defect may be identified.
 
We encourage the client to be present at the inspection.  This will enable the inspector to point out specific observations, 
as well as help the client understand any comments provided in the Home Inspection Report.
 
The client understands, accepts and agrees that except for the Limited Warranty attached hereto, National Property 
Inspections does not impliedly or expressly warrant or guarantee its Home Inspection, Home Inspection Report, or the 
condition of the subject property.  Damages for any claimed deficiency in the Home Inspection of the property to discover 
potential defects shall be limited to the fee charged for the inspection.
 
In the event that any dispute arises out of or relates to the Home Inspection performed or Home Inspection Report issued 
under this Agreement, such dispute shall be submitted to arbitration for resolution.  Election to submit any claim to 
arbitration must be given, in writing, to National Property Inspections within one (1) year of the Home Inspection.  The 
arbitration shall be conducted pursuant to the Rules and Regulations of the Expedited Arbitration of Home Disputes of 
Construction.  In the event that a dispute is submitted to arbitration pursuant to the Paragraph, the decision of the 
arbitration shall be final and binding on the parties and judgement on the award of arbitrators may be entered in any court 
of competent jurisdiction.
 
National Property Inspections, expresses no opinion of the subject property beyond what is set forth in its Home 
Inspection Report.  The client may wish to obtain other types of inspections, such as environmental inspections or 
inspections for air quality or mold, that are not addressed in the Home Inspection Report.  National Property Inspections 
does not inspect for compliance with building codes or regulations of any governmental body, entity or agency.

Pre-Inspection Agreement

Inspector  Signature

Lenny Delaney

924 Stetson Street

Inspector:  Joe Vela

(916) 686-9997

Client Signature

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Date: 7/6/2005

Location of Proper ty Inspected: 924 Stetson Street
Woodland, CA 95696

GENERAL INFORMATION

Inspector 's Name: Joe Vela Phone: (916) 686-9997

--

 GENERAL CONDITIONS AT TIME OF INSPECTION:

Yes NoDwelling Occupied

Temperature: 75oEstimated Age of House: Years

N S E WHouse Faces:

Weather: Sunny

Soil Conditions:
17

Buyer Buyer's AgentSeller

Seller's Agent

Persons Present:

Type of Dwelling: Single Multi

Primary Construction: Wood Block

Other:Brick Other: Owner

Dry Damp Snow Frozen

F

 DEFINITIONS:

Below are listed the definitions used throughout the report to describe each feature of the property.

ACC

MAR

NI

NP

DEF

(ACCEPTABLE)

(MARGINAL)

(NOT INSPECTED)

(NOT PRESENT)

(DEFECTIVE)

The item/system was performing its intended function at the time of the inspection.

The item/system was marginally acceptable. (It performed its designed function as of the
time of the inspection.  However, due to age and/or deterioration, it will likely require early repair or 
replacement.)

The item/system was not inspected due to safety concerns, inaccessibility and/or 
concealment or seasonal conditions.

The item/system does not exist or was visually concealed at the time of the inspection.

The item/system failed to operate/perform its intended function, was structurally 
deficient, was unsafe or was hazardous at the time of the inspection.

 SCOPE OF THE INSPECTION:
National Property Inspections wishes to remind you, every home requires a certain amount of ongoing maintenance, 
such as, clogged drains, servicing of furnaces, air conditioners, water heaters, etc.  This home will be no exception.  
It is suggested that you budget for regular maintenance/repairs.

The following report is based on visual inspection only of the accessible areas of this property.  Please read and 
study the entire report carefully.  The following items may be of special interest.

COMMENTS

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

LOTS AND GROUNDS

 GRADING/DRAINAGE

EXTERIOR 1

Monitor  Condition Recommend Repairs

Near Level Positive Slope

Comments:

ACC MAR NI NP DEF

Negative Slope Ponding

 DRIVEWAY Monitor  Condition Recommend Repairs

Comments:

Concrete Asphalt Brick Gravel Other

ACC MAR NI NP DEF

General Deterioration Cracks Settlement

 WALKS/STEPS Monitor  Condition Recommend Repairs

Comments:

Concrete Flagstone Brick Wood Other

ACC MAR NI NP DEF

General Deterioration Handrail Loose/Missing Cracks/Settlement Tripping Hazard Poor Earth / Wood Clearance

PORCHES/STOOPS Monitor  Condition Recommend Repairs

Comments:

Enclosed Open

ACC MAR NI NP DEF

General Deterioration Settlement Poor Earth to Wood Clearance Handrail Loose/Missing

DECKS/BALCONY Monitor  Condition Recommend Repairs

Comments: Sever al  boar ds ar e sof t ,  some br oken boar ds.

Wood Other

ACC MAR NI NP DEF

General Deterioration

Railing/Handrail Loose

Defective Posts/Boards

Rail Opening Unsafe

No Footings Evident

Needs Joist Hangers

Poor Earth / Wood Clearance

Not Bolted to House

PATIO Monitor  Condition Recommend Repairs

Comments:

Concrete Brick Flagstone Other

ACC MAR NI NP DEF

General Deterioration Cracks Settlement Slopes Toward House

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

RETAINING WALLS
ACC MAR NI NP DEF

Monitor  Condition Recommend Repairs

Comments:

Sides Driveway Front Rear
Concrete Block Timber Stone
Brick Other
General Deterioration Weep Holes Needed Cracks Leaning

EXTERIOR EXTERIOR 2

Monitor  Condition Recommend Repairs

Comments:
Two di f f er ent  t ypes of  mat er i al s used.   Asphal t  shi ngl es and r ol l ed composi t i on on val l ey f r om 
house t o gar age.

ACC MAR NI NP DEF

ROOFING

Layers 2

Visual From Ground Walked On Ladder At Eaves Snow Covered

Asphalt/Composition Wood Shake Wood Shingle Tile

Tar and Gravel Metal Rolled Composition Slate

Other

LEAKS NOT ALWAYS DETECTABLE

Suspected Leak

Excessive Granular Loss

Missing Shingles

Bubbling

Cupping/Curling/Lifting/Brittle

Trim Trees/Branches

Previous Repairs Noted

-- 2Age -- 20Design L ifeyear(s) year(s)

Membrane

Improper Installation

FLASHING/VALLEYS Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Metal Composition/Membrane Other

General Deterioration

Suspected Leaks

Rust

Exposed Nails

Improper Installation

Previous Repairs Noted Filled with Debris

SKYLIGHTS
ACC MAR NI NP DEF

Monitor  Condition Recommend Repairs

Comments:

Fixed/stationary Operable

Suspected Leaks Caulking Needed Fogged Cracked

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.

©1996-2002Page 6 of 25



----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

CHIMNEY Monitor  Condition Recommend Repairs

Comments:

Sof t  wood on si di ng on nor t h s i de.  One t r i m boar d i s sof t  at  bot t om of  nor t heast  cor ner .

ACC MAR NI NP DEF

Brick/Masonry Framed Metal Other

Flue not inspected. Annual cleaning is recommended.

General Deterioration

Separated from House

Suspected Leak

Unlined

Deteriorated/Missing Cap

Deteriorated Brick/Mortar

Improper Height

Out of Plumb

EXTERIOR EXTERIOR 3

GUTTERS/DOWNSPOUTS Monitor  Condition Recommend Repairs

Comments: Debr i s i n gut t er  over  gar age.

ACC MAR NI NP DEF

Aluminum Copper Steel Vinyl Other

Missing

Filled with Debris

Rust/Corroded

Missing Extension/Splash Block

Leaking Loose Misaligned

 SIDING/TRIM
ACC MAR NI NP DEFEXTERIOR SURFACE Monitor  Condition Recommend Repairs

Comments: Si di ng on sout h west er n cor ner  has appr oxi mat el y 12 nai l  heads whi ch wer e hammer ed i n t oo f ar  
and wood i s exposed t o el ement s.  One ext er i or  out l et s has cover  mi ssi ng.

Wood Metal Vinyl

BrickComposite Veneer Other

General Deterioration Needs Paint Missing/Loose Cracked Poor Earth / Siding Clearance

Stucco

 EXTERIOR FAUCETS
 EXTERIOR ELECTRICAL OUTLETS

Synthetic Stucco

Needs Caulked/Sealed

 WINDOWS Monitor  Condition Recommend Repairs

Comments: Wi ndows ar e checked f or  f oggi ng but  due t o l i ght  sour ce def ect s may not  al ways be det ect ed.  
Si x mont h ol d Mi l gar d dual  pane wi ndows and sl i der s t hr oughout  t he house.

ACC MAR NI NP DEF

Wood Vinyl Metal

Insulated Panes Single Pane
Other

General Deterioration Needs Caulked/Sealed FoggedDefective/Damaged Storm Windows Needs Paint/Finish
Window Wells

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

EXTERIOR DOORS Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Wood Metal Other

General Deterioration

Screen/Storm Door Damaged

Delaminated/Damaged

Evidence of Leak

Missing/Damaged Hardware

Repair/Replace Weather-stripping

Doorbell Inoperative

Vinyl Fiberglass

Needs Caulked/Sealed

EXTERIOR EXTERIOR 4

FOUNDATION Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Concrete Block Concrete Slab Post/Pier

Brick Stone Wood Sub-grade Entryway

General Deterioration Horizontal Cracks

Limited Observation

Step Cracks

Needs Caulked/Sealed

Vertical Cracks

Trim Vegetation

FLOOR/WALLS/CEILING/ELECTRICAL

Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

GARAGE/CARPORT Attached Detached Carpor t 1 Car 2 Car 3 or  More Car

General Deterioration

Outlets NOT GFCI Protected

Settlement/Movement Cracked Obscured/Limited View

ROOF (if detached from dwelling)
SIDING/TRIM (if detached)

Electrical Deficiencies

DOOR(S) Monitor  Condition Recommend Repairs

Comments: Gar age door  i s mi ssi ng phot o- eye sensor s.

ACC MAR NI NP DEF

# of Openers 1

Wood Metal Fiberglass Other

General Deterioration

Missing/Damaged Hardware

Loose Track

Damaged/Inoperative

Repair/Replace Weather-stripping

Repair/Adjust Automatic Reverse

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 METHOD OF INSPECTION

ATTIC/ROOF

 FRAMING/SHEATHING Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Trusses Rafters Plywood/Panel Board/Boards Other

Comments:

Broken Rafters/Trusses Water Stains/Suspected Leaks Deflection Delaminated

Physical Entry Visual From Access No Access/Limited View

Leaks not always detectible.

INTERIOR STRUCTURE INTERIOR 1

 VENTILATION Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Gable Ridge Soffit Static/Turbine

Turbine Attic Fan Whole House Fan

Additional Vents Needed Clothes Dryer/Exhaust Fans Vented Into Attic Obstructed Air FlowNo Venting

INSULATION Monitor  Condition Recommend Repairs

Comments: At t i c  has l oose i nsul at i on over  bedr ooms and r ol l ed t ype over  l i v i ng r oom,  di ni ng r oom and 
ki t chen.

ACC MAR NI NP DEF

Loose Fill Blanket

Missing Uneven Distribution

ATTIC ELECTRICAL Monitor  Condition Recommend Repairs

Comments:

Li ght  swi t ch cover  i s cr acked.

ACC MAR NI NP DEF

Open Splices/Junction Boxes
L imited visibility due to obstructions.  See Electr ical Section for  additional information.

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

FRAMING/SUPPORT Monitor  Condition Recommend Repairs

Comments:

FOUNDATION TYPE Basement Crawl Space Slab on Grade Other

General Deterioration

Limited Observation

Horizontal Cracks

Leaning/Bowing

Step Cracks

Efflorescence/Suspected Leak

Vertical Cracks

Inadequate Ventilation

ACC MAR NI NP DEF

INTERIOR FOUNDATION INTERIOR 2

FLOOR/SLAB Monitor  Condition Recommend Repairs

Comments: Li mi t ed v i s i bi l i t y  due t o f l oor  cover i ng.  Found no evi dence of  cr acked t i l es.

ACC MAR NI NP DEF

Concrete Wood Other

Settlement Cracks Differential Obscured/Covered

CRAWL SPACE Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Physical Entry Visual From Access No Access Limited Access

Standing Water

Suspected Plumbing Leak

Inadequate Ventilation

Suspected Water Intrusion Tree/Shrub Penetration

Missing/Improper Vapor Barrier Damaged/Deteriorated Wood

SUMP/SUMP PUMP Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Covered No Pump Present Dry at time of Inspection

Comments:

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

  PANEL
  SUB-PANEL
  BRANCH CIRCUITS
  BONDING/GROUNDING
  GFCI  (in panel)*
  SMOKE DETECTORS*

  ENTRANCE CABLE
  SERVICE

SERVICE SIZE

 

Comments:

ACC MAR NI NP DEF

ELECTRICAL Monitor  Condition Recommend Repairs

60 AMP 100 AMP 150 AMP 200 AMP Undetermined

   *SMOKE DETECTORS/GFCI 'S CHECKED WITH TEST BUTTON ONLY.  MONTHLY TESTS RECOMMENDED.

Overhead Underground

Aluminum Copper Other
Breakers Fuses Combination

Solid Aluminum Copper Other

Overfused

Loose Connections

Improper Splices

Double Tapping

No Main Disconnect

Open Knockouts

Rust/Corrosion

Fuses/Breakers Incorrectly Size

Water Meter Not Jumpered

Insufficient Access

Overheating/Scorching

Improper Ground

110 Volt (Nominal) 110/220 Volt (Nominal) 120/240 Volt (Nominal)

Other

Breakers Fuses Combination

Location South corner
Location

125 AMP

ELECTRICAL/PLUMBING INTERIOR 3

  SUPPLY

  EJECTOR PUMP

 WATER SERVICE

PLUMBING*

 SEWAGE SERVICE

  DRAINS

  VENTS

  SHUT OFF LOCATIONS:
[                         ]

[                         ]

 Monitor  Condition Recommend Repairs

Public Private

On Off

Public Private

ACC MAR NI NP DEF

Galvanized Plastic

Comments:

  *M AIN UTIL ITY LINES, SEPTIC SYSTEMS AND GRAY WATER SYSTEMS ARE EXCLUDED FROM THIS INSPECTION.

General Deterioration

Missing/Improper Cleanouts

Improper Connections

Suspected Leaks

Low Flow

Improper Venting Water Hammer/Noise

Water Conditioner Not Part of Inspection

Water: east wall
south corner On OffFuel:

Copper Galvanized Plastic Polybutylene PEX Other

PVC Cast Iron Copper Other

 WATER HEATER Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Gas Electric Oil Solar Integral with Boiler

50Size

Comments:   MAKE:  Kenmor e MODEL:  153339568 SERI AL: K03109959

Leaks

Improper Elevation

Gas Leak

Insulation Blanket Obstructs View

Missing/Improper Pressure Relief Valves/Extension

At or Near Design Life

Rust/Corrosion

Faulty Flue Connection

Beyond Design Life

Age Design L ife-- 1 -- 15year(s) year(s)gal. Brand Kenmore

  

  Laundry Tub

  Utility Hookups

  Dryer  Vents

  Drain

LAUNDRY FACILITIES

Comments:

Garage

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

Location

ElectricDryer : Gas

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 OPERATION

--HEATING

Comments:
Fur nace cont r ol  wi r i ng r est i ng on t op of  j oi st s.

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

BTUs 60000

 ABOVE GROUND STORAGE TANKS

Forced Air Heat Pump Boiler/Hot Water Steam

Baseboard/Radiant Gravity Other

Gas Electric Oil Propane Other

Heat Exchanger  - Unable to detect cracks/holes without dismantling unit.

Unit # 1

Rusted Heat Exchanger

Corroded/Leaking

At Or Near Design Life

Unusual Flame Pattern

Beyond Design Life

Too Warm To Test

Missing/Improper Pressure Relief Valve Leaks

Needs Normal Maintenance/Cleaning

Shut Down For Season

Inproper Temp Rise

2 -- 20Age Design L ifeyear(s) year(s)Brand Carrier

Underground storage
Tank NOT part of 
Inspection

 HUMIDIFIER

HEATING &  AIR INTERIOR 4

DRAFT CONTROL/VENT Monitor  Condition Recommend Repairs

ACC MAR NI NP DEF

Metal Pipe PVC Other

Negative Slope

Excessive Corrosion/Perforation

Improper Connection

Obstruction Inadequate/Marginal Combustion Air

Improper Size Loose Connection Leaks

Comments:

Inadequate Flue Clearance

CONTROLS/THERMOSTAT

DISTRIBUTION

BLOWER

Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

CIRCULATOR PUMP

(Calibrations/timed functions not checked)

Radiators BaseboardDuctwork Other

Rusted

Air Leaks Noted at Plenum/Duct Joints

Dirty Filter Crushed/Disconnected Ducts

Noisy Blower Circulator Pump Leaking/Noisy/Inoperable

OPERATION Monitor  Condition Recommend Repairs

Comments:   MAKE:  Car r i er  MODEL:  38i TXA036- 321  SERI AL:  0702E1747B

ACC MAR NI NP DEF

Electric Gas

AIR CONDITIONER
Model 38TXA036-321 Size 36000

Other

Central Wall OtherSwamp Cooler

# of Units 1

Outside Unit Not Level Noisy Fan/Compressor Dirty/Damaged Condenser

Remove Obstructions/Vegetation

Temperature Differential Not Within Industry Standards

Beyond Design Life

No Outside Disconnect

At Or Near Design Life

Rust/Corrosion

Outside temperature too cold to test

No Pad Under Unit

-- 2 20Age Design L ife year(s)year(s) --Brand Carrier

Missing/Improper Condensate Line

Window Units not Inspected

Needs Normal Maintenance/Cleaning

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

 EXHAUST FAN

 WATER PRESSURE/FLOW/DRAINAGE

 REFRIGERATOR

 GARBAGE DISPOSAL

 WALLS

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 SINK/FAUCET

 STOVE TOP/OVEN

 DISHWASHER/CROSS FLOW PROTECTION

 MICROWAVE

KITCHEN

Comments: Recommend i nst al l i ng GFI  i n k i t chen.  Mi nor  r ust  i n s i nk at  t he dr ai ns.

 CEILINGS

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

(random sampling of outlets, switches, fixtures)

(built-in)

(built-in)

Gas Electric

Typical Cracks Stains

Improper Electrical Connection

Typical Cracks

Seized Noisy

(Checked with test button only)

Leaking Seal Clogged Drain

FoggedEvidence of Leak Inoperative

INTERIOR ROOMS INTERIOR 5

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 CLOSET/STORAGE

 BUILT IN SHELVING

 MISCELLANEOUS

 WALLS

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 WET BAR

FAMILY ROOM
 CEILINGS

Monitor  Condition Recommend Repairs ACC MAR NI NP DEF

(random sampling of outlets, switches, fixtures)

Comments:

Typical Cracks

Typical Cracks

FoggedEvidence of Leak Inoperative

GFCI Protection: Yes No

 OPERATION
Monitor  Condition Recommend Repairs

Comments:

ACC MAR NI NP DEF

Woodburning Gas Log Gas Starter

Masonry Firebox Metal Firebox

Insert

Clean Out Trap

FIREPLACE*

*Annual cleaning is recommended. Fireplace design and soot / creosote buildup, in most cases, prevent view of chimney liner /cracks.

Number  of Fireplaces 1

Damper Bent/Inoperable

Damaged/Defective Doors

Poor Drafting Damaged Mortar/Firebrick

Missing Damper Stopper Recommend Cleaning

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 WINDOWS/TRIM Evidence of Leak
 CEILINGS/WALLS

ACC MAR NI NP DEF

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments: Pai nt i ng i n pr ogr ess,  baseboar ds mi ssi ng.  Recommend i nst al l i ng GFI  i n bat hr oom.

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Master  Bath

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  Monthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

INTERIOR ROOMS INTERIOR 6

 CEILINGS/WALLS
ACC MAR NI NP DEF

 WINDOWS/TRIM Evidence of Leak

 FLOOR/FINISH

 ELECTRICAL

 HEAT/AIR DISTRIBUTION

 INTERIOR DOORS/HARDWARE

 GFCI PROTECTION

 COUNTERTOPS/CABINETS

BATHROOM                                                                     

Comments: Si nk st opper  i s i noper abl e.  Baseboar ds ar e mi ssi ng.  Exhaust  f an gr i l l  i s  mi ssi ng.  El ect r i cal  
out l et  l oose and cover  mi ssi ng.

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Main bath

 SINK/FAUCET

 TUB/SHOWER

 TILE WORK/ENCLOSURE

 TOILET

 JETTED TUB

 EXHAUST FAN
 WATER PRESSURE/FLOW/DRAINAGE

(Checked with Test Button only.  Monthly Test Recommended)

Typical Cracks Stains

Inoperative Fogged

Leaking Cracked/Damaged

Loose at Base Runs Continuously

Service Access: Yes No GFCI: Yes No

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments: Thr ee out l et s have open gr ound.  Car pet  not  secur ed at  mast er  bedr oom t o bat h.  Cei l i ng st ai ned.  
Cei l i ng f an wobbl es.  Wi r i ng shoul d not  be under  car pet .

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Master  Bedroom

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

INTERIOR ROOMS INTERIOR 7

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Bedroom #2

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments: Damaged wal l  behi nd door .

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Bedroom #3

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

A: ______________________

ACC MAR NI NP DEF
STAIRS / RAILINGS 

Missing Hand Rail Rail Opening Unsafe

Location:

Comments:

B: ______________________ C: ______________________

Railing/Handrail Loose Tripping Hazard Loose/Damaged Tread Riser

Monitor  Condition Recommend Repairs

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Dining Room

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

INTERIOR ROOMS INTERIOR 7

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

 CEILINGS
ACC MAR NI NP DEF

 WINDOWS/TRIM

 INTERIOR DOORS/HARDWARE

 ELECTRICAL

 WALLS

 FLOOR/FINISH

 CLOSET

 HEAT/AIR DISTRIBUTION

ROOM                                                                     

Comments:

Monitor  Condition Recommend Repairs

(random sampling of outlets, switches, fixtures)

Typical Cracks Stains

Typical Cracks

Inoperative FoggedEvidence of Leak

A: ______________________

ACC MAR NI NP DEF
STAIRS / RAILINGS 

Missing Hand Rail Rail Opening Unsafe

Location:

Comments:

B: ______________________ C: ______________________

Railing/Handrail Loose Tripping Hazard Loose/Damaged Tread Riser

Monitor  Condition Recommend Repairs

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Lenny Delaney

924 Stetson Street

Inspector:  Joe Vela

(916) 686-9997

SUMMARY

Inspection Date:  7/6/2005

Lots and Grounds - Exterior 1 Decks/Balcony

Several boards are soft, some broken boards.
Defective

Exterior - Exterior 3 Chimney

Soft wood on siding on north side. One trim board is soft at bottom of northeast corner.
Defective

Exterior - Exterior 3 Gutters

Debris in gutter over garage.
Marginal

Exterior - Exterior 3 Exterior Surface

Siding on south western corner has approximately 12 nail heads which were hammered in too far and 
wood is exposed to elements. One exterior outlets has cover missing.

Marginal

Interior Structrure - Interior 1 Attic Electrical

Light switch cover is cracked.
Marginal

Heating & Air - Interior 4 Heating 1

Furnace control wiring resting on top of joists.
Marginal

Interior Rooms - Interior 5 Kitchen 1

Recommend installing GFI in kitchen. Minor rust in sink at the drains.
Marginal

Interior Rooms - Interior 6 Bathroom 1b Main bath

Sink stopper is inoperable. Baseboards are missing. Exhaust fan grill is missing. Electrical outlet loose 
and cover missing.

Defective

Interior Rooms - Interior 7 Room 1a Master Bedroom

Three outlets have open ground. Carpet not secured at master bedroom to bath. Ceiling stained. Ceiling 
fan wobbles. Wiring should not be under carpet.

Defective

Interior Rooms - Interior 7 Room 1c Bedroom #3

Damaged wall behind door.
Marginal

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

(MARGINAL) The item/system was marginally acceptable. (It performed its designed function as of the
time of the inspection.  However, due to age and/or deterioration, it will likely require early repair or 
replacement.)

DEF (DEFECTIVE) The item/system failed to operate/perform its intended function, was structurally 
deficient, was unsafe or was hazardous at the time of the inspection.

MAR

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

National Property Inspections (hereinafter NPI) will, during the term of this Limited Warranty, repair or replace at its option, the protected 
items and components should they become inoperative due to mechanical failure, subject to the terms, limitations, and deductible specified 
below.  This Limited Warranty covers only those mechanical systems and appliances listed below.

I.  Warranty Limit:
A.  NPI's maximum liability under this warranty for all mechanical defects arising during, and not pre-existing to, the 180 days 
warranty term is limited to $2,500.  All mechanical claims carry a $250 deductible.

II.  To present a claim:
A.  Call the NPI inspector first, not a service contractor.  NPI will not pay for any service that is not authorized in advance.  The 
client is expected to make any necessary temporary repairs to prevent any further damage to the item(s) in question.
B.  Payment of the $250 deductible is the responsibility of the client for each service call for each protected item.  The deductible 
must be paid directly to the contractor affecting authorized repairs or replacement.
C.  NPI has the sole option to repair or replace.
D.  The client must promptly notify NPI when any covered item(s) has a mechanical failure.  NPI shall have no responsibility for 
claims which are not reported within 5 days of its mechanical failure.

III.  Protection Limits:
A.  NPI will not pay for repair or replacement as a result of fire, wind, rain, hail, freezing, smoke, lightning, flood, earthquake, 
storm, theft, accidents, vandalism, riot, power failure, pest or insect damage, lack of capacity, inadequacy, improper installation, 
negligence, alterations, modifications, consequential damages of any kind, or acts of God.
B.  NPI will make no reimbursement for materials or labor it did not authorize.
C.  NPI will not be liable for the expense to open or close walls, floors, or ceilings, nor for the removal and replacement of tiles, 
carpet, wallpaper or vinyl to perform a covered service.
D.  If the client performs or authorizes any repairs, alterations, or installations, or modifies any protected item or component or 
causes any consequential damage, NPI will have no responsibility with regard to that item.
E.  If the covered property is a condominium or similar ownership, NPI will not pay for repairs or service beyond the interior of the 
client's unit.
F.  NPI will not be liable for damage that results from contractor's delay of service such as riots or unavailability of parts or labor.  
NPI will not be responsible for color match.
G.  NPI will not pay to improve or upgrade an item or items due to lack of capacity, design or failure to meet building code or 
zoning requirements.  Any expense incurred to meet code or zoning requirements, above that needed to remedy the mechanical 
failure, is the clients's sole responsibility.

IV.  The NPI warranty is non-transferable.  Should the client sell, vacate or rent the covered property, the warranty becomes
       null and void.

This Limited Warranty, for mechanical systems and appliances, is free of charge in conjuction with a home inspection performed by
with the following conditions:

1.    The fee for the home inspection must be received by National Property Inspections within 10 days from the date of the 
       inspection.
2.    This warranty begins when the fee for the home inspection is received and expires 180 days from the date of the inspection.
3.    If there are any other insurance policies or warranties applicable, this warranty becomes excess.
4.    This warranty applies only to those mechanical systems and/or appliances identified in the NPI Inspection Report which
       details the inspector's findings at the property.

Address of Property Inspected: 924 Stetson Street
Woodland, CA 95696

Date Inspected: 7/6/2005

Inspector's Initials: JAV

The following items are excluded from protection under this Limited Warranty due to the fact that they were disfunctional or inoperative at 
the time of the inspection or have reached the end of their normal life expectancy.

TERMS, L IMITATIONS AND DEDUCTIBLE -- READ CAREFULLY.

V.  If NPI waives a right under the warranty, it does not waive any additional or future rights.

Joe Vela

NATIONAL PROPERTY INSPECTIONS LIMITED WARRANTY

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

1.    Mechanical Failure:  Condition which causes a covered item or system to stop performing its designed function.
2.    Inaccessible:  That which cannot be reached for repair or replacement due to design and/or obstacles, such as permanent partitions,  chimney, etc.
3.    Service:  Repair or replacement of non-functioning covered item.
4.    Pre-Existing Condition:  Condition which caused a covered item to fail, which after prudent investigation, is determined to have
       existed prior to this warranty's effective date.
5.    Consequential Damages:  Condition which results from any cause other than the direct mechanical failure of that item or system.
6.    Building Code or Zoning Violations:  Condition which does not meet building code specifications or zoning board requirements.

VI.  Cancellation:
       NPI may cancel this warranty for any fraud or misrepresentation on the part of the client.

                    Gas, water, drain, vent and waste lines within the perimeter of the main foundation; electric or gas water heaters, 
plumbing fixtures; faucets; toilet tank, bowl and internal components.
                            Any plumbing outside the perimeter of the main foundation or contained in or under the main foundation or 
concrete slab, or wrapped in asbestos; conditions of excessive or insufficient water pressure; water quality; holding tanks; solar 
hot water systems; septic tank systems; sewage ejector pumps; sewer and water laterals; wells; any condition caused by rust, 
corrosion or chemical deposits; galvanized pipes; solar systems; jet and sump pumps; pressure tanks; holding tanks; shower 
stalls, enclosures, doors and base pans; caulking or grouting; hot tubs; whirlpools and spas and their mechanical components 
including electrical components; repairs of walls, floors, or ceilings when plumbing repairs are made; sprinkler systems; any pre-
existing condition.

INTERIOR PLUMBING SYSTEM S:
Covered:

Not Covered:

                    Electrical central air conditioning system using ductwork for the distribution of air; condensers; compressors; 
thermostats; condenser fan motors; blower fan motors; interior refrigerant lines; accessible ductwork.
                            Window, wall, gas, or portable air condition units; electronic air cleaners; dehumidifiers, deionizers; ductwork 
that is concrete encased or otherwise inaccessible; registers; filters; grill guards or condenser housings; exterior refrigerant lines; 
any condition caused by rust or corrosion; any pre-existing condition.

AIR CONDITIONING:
Covered:

Not Covered:

(primary system only)  ($1,000 maximum)

                    Central forced air, gravity, heat pump systems; hot water boiler systems; electric baseboard heat, if it is the only 
source of heat; built-in humidifiers; accessible ductwork and piping.
                            Steam boiler systems; heat exchanger; ductwork or steam or radiant heating coils or lines that are wrapped in 
asbestos, encased in concrete or otherwise inaccessible; ceiling, wall or floor radiant heating systems; dehumidifiers, wood 
burning stoves; individual space heaters; outside fuel storage tanks and lines; electronic air filters; registers; filters; solar heating 
systems; fireplaces; fireplace inserts and components of any kind; any condition caused by rust or corrosion; any pre-existing 
condition.

CENTRAL HEATING:
Covered:

Not Covered:

(primary system only)  ($1,000 maximum)

                    Primary electric refrigerator; oven; range; garbage disposal; dishwasher; built-in microwave; range exhaust fan; 
central vacuum system.
                           Individual freezer; washer; dryer; compactor; timers or clocks; rotisseries; meat probes; removable racks or 
baskets; lock or key assemblies; ice makers; filters; gaskets; scratches, marring or dents; self-cleaning components of oven; any 
condition caused by rust or corrosion; any pre-existing condition.

APPLIANCES:
Covered:

Not Covered:

VII.  Additional exclusions and conditions:
A.                                                                                                     is any item in the report which is said to be defective, faulty, 
inoperative, inoperable, in any way impaired, of suspect utility, at or beyond its normal life expectancy, or specifically excluded, 
as well as any item identified as not inspected or not tested, as indicated by any words or phrases which, by reasonable 
interpretation, would communicate any of the aforegoing.
                                                       is any item, device apparatus, component, element, part or class of items at, in, on, or 
pertinent to the subject property premises which is not included in or specifically mentioned in the report.
B.  Since each item or system in a house has a normal life expectancy, this warranty will pay for repair, or replacement on a 
prorated basis.

Excluded From Protection Under This L imited Warranty

Also Excluded From Protection

PROTECTED ITEMS:

                    General wiring and components within the perimeter of the main foundation; the electrical panel and subpanel.
The following items are limited to a $100.00 payment:  fire alarm system; door bells; smoke detection systems; garage door 
openers; receptacles.
                            Power failure or shortages; overload or inadequate wiring capacity; intercom systems; garage door opener 
sending units; burglar alarm systems; exhaust, wall, attic, or ceiling fans; light fixtures; any pre-existing condition.

INTERIOR ELECTRICAL SYSTEM:
Covered:

Not Covered:

DEFINITIONS:

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Location of Proper ty Inspected: 924 Stetson Street
Woodland, CA 95696

Furnace wiring resting on top of joists. Attic light switch cover cracked.

Different materials used on roof. Asphalt shingles and rolled 
composition on valley from house to garage.

Siding on chimney is soft on north side at bottom

PHOTO PAGE

PHOTO PAGE

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Location of Proper ty Inspected: 924 Stetson Street
Woodland, CA 95696

Deck boards are soft and broken. Siding has approx. 12 nail heads that were hammered in too 
deep, wood is exposed to elements.

Fence boards broken at bottom. Trim board on east side of chimney soft.

Location of Proper ty Inspected: 924 Stetson Street
Woodland, CA 95696

PHOTO PAGE

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

Abandoned A/C wiring. Wiring is cut. Drywall damage behind door in bedroom.

Carpet not secured between master bedroom to bathroom.

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

LAWN SPRINKLER*

 

Comments:

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Manual Automatic Shut Down For The Season

# of Zones

Underground leaks may not be detected.

General Deterioration

Poor Water Pressure/Flow

Leaks (above ground)

Defective/Missing Cross Connect Prevention

Corrosion

Missing/Broken Heads

Apparent Unprofessional Workmanship

Missing Anti-Siphon Valve

SUPPLEMENTAL

Comments:

   CHILD SAFETY GATE

   DECK/APRON

   HEATER

   FILTER

   PUMP(S)

   ELECTRICAL

   LIGHT(S)

   GFCI

   CHILD SAFETY FENCE

SWIMMING POOL*

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

In Ground Above Ground Winterized

Plaster/Shotcrete VinylConcrete Other

Covered At Time Of Inspection

Defective/Missing Drain Cover(s) Poor Control Access

NOTE:  Pool Bodies, Diving Boards, Slides, Self-Cleaning & Chlorinating Devices are beyond the scope of
this Inspection.

(Checked w/test button only)

Defective/Missing Ladder Broken/Missing Handrail

Fiberglass

Electric SolarGas

Diatomaceous Earth SandCartridge

Leaks Noisy Inoperative

Missing/Loose Bond

Inoperative

Inoperative

Incorrect Height

Not Self Latching/Lock

Settlement/Heaving

Deteriorated

Loose Housing

Missing

None

None

Cracking Common Cracks

Comments:

HOT TUB/SPA*

  HEATER
ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Built-In Portable Indoor Outdoor Winterized/Inaccessible

*  Lawn Spr inklers, Pools, Hot Tubs, and Spas are all high maintenance items requir ing ongoing care.  This inspection is a visual only of 
exposed/accessible areas and is intended to comment on the overall condition of systems at the time of the inspection.  I t should not be construed as 
any type of insurance policy, war ranty, or  guarantee.

NOTE: Spa Bodies are beyondthe scope of this Inspection

TYPE:

  PUMP(S)

  BLOWER

  ELECTRICAL

  LIGHT(S)

  GFCI

Gas Electric Solar

Leaks

Inoperative

Missing/Loose Bond

Inoperative

Inoperative

Noisy

Noisy

Deteriorated

Loose Housing

Missing

Inoperative

  SHELL/FRAME Defective/Missing Safety Drain Cover(s)Cracks

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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----------- INSPECTION REPORT -----------

NATIONAL PROPERTY INSPECTIONS

SEPTIC SYSTEM*

 

Comments:

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Tank Interior Visible Evidence of Recent Maintenance

Vacant - How Long Occupied

Snow/Ice Covered

*Septic systems are underground making it impossible to state, with cer tainty, their  overall condition.  All systems require regular  maintenance, such 
as pumping.  No one can predict when a system will fail.  This repor t comments only on the functionality on the day of inspection and is not a 
war ranty.

Sewer Gas Noticeable

Leach Field Problems Evident

Suspect Prior Backup Backup During Test

Tank Size Unknown

To Close To Well

Slow Drainage

Months

SUPPLEMENTAL SEPTIC/WELL

 gal.

Submersible Pump

WELL*

Comments:

ACC MAR NI NP DEFMonitor  Condition Recommend Repairs

Pr ivate Community

OccupiedVacant - How Long

Surface Pump

Flow Rate Storage CapacityGallons Per  Minute

Potability Sample Taken

*A well system requires ongoing maintenance.  Since most of the system is undgerground, it is impossible to state, with absolute cer tainty, its overall 
state of repair .  This is a visual inspection of the exposed areas only and is merely a comment on its overall working condition on this par ticular  day.

Tank Pressure lbs.

Recommended flow rate is a minimum of 3 gallons per  minute, after  30 minutes.

Source of Contamination Present

Leaks (above ground) Corrosion

To Close To Septic System

Missing/Defective Well Head (Riser)

Noisy Pump

Low Water Pressure

Missing/Faulty Gauge

Months

       ROOF / GUTTERS / DOWNSPOUTS

       UTILITIES
       STRUCTURAL
       INTERIOR FINISH
       DOORS / WINDOWS / HARDWARE
       STEPS / PORCH / DECK
       EXTERIOR FINISH

ACC MAR NI NP DEF

Comments:

MISCELLANEOUS EXTERIOR STRUCTURES
Monitor  Condition Recommend Repairs

Storage Gazebo GreenhousePlayhouse Other

Obstructed Exterior

Limited Interior Visibility

Poor Exterior Grading

Defective/Missing Floor

Deteriorated/Missing Handrails

Remove Vegetation

"Independently Owned and Operated"

Thank you for choosing NPI.
I f you have any questions concerning this report, please feel free to call.
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